
LMO/LOA 12 64101

TA

BTL/BTS - 1 STAGE 1ph  3 X VFC

X2 - 7 POLE CONNECTOR
H3 - LOCK-OUT SIGNAL LIGHT
H4 - OPERATION LIGHT

TA - IGNITION TRANSFORMER
B1 - PHOTOCELL
M - MOTOR
TS - SAFETY THERMOSTAT
TC - CONTROL THERMOSTAT
V1 - OIL VALVE
R1 - PHOTOCELL RELAY
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KEY TO DIAGRAM

1~ 230 V 50 Hz
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